Nomenclature {#nom0001}
============

*A*

:   Heat transfer area of the pipe \[m^2^\]

A~c~

:   Cross-sectional area of the pipe \[m^2^\]

*c~p~*

:   Specific heat capacity of water \[J/kg·K\]

*D*

:   Diameter of the pipe \[m\]

*f*

:   Friction factor \[-\]

*h*

:   Convective heat transfer coefficient \[W/m^2^·K\]

*k*

:   Thermal conductivity of the fluid \[W/m·K\]

*L*

:   Length of a unit pipe \[m\]

*LMTD*

:   Logarithmic mean temperature difference \[K\]

$\overset{˙}{m}$

:   Mass flow rate \[kg/s\]

*N*

:   Number of peripheric pipes \[-\]

*Nu*

:   Nusselt number \[-\]

*P*

:   Wetted perimeter of the pipe \[m\]

*Pr*

:   Prandtl number \[-\]

$\overset{˙}{Q}$

:   Heat transfer rate \[W\]

*R*

:   Thermal resistance \[K/W\]

*Re*

:   Reynolds number \[-\]

T

:   Temperature \[°C\]

*u*

:   Fluid velocity \[m/s\]

*U*

:   Overall heat transfer coefficient \[W/m^2^·K\]

*UA*

:   Heat conductance \[W/K\]
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λ

:   Thermal conductivity of polymer material \[W/m·K\]

μ

:   Fluid dynamic viscosity \[Pa·s\]

ρ

:   Fluid density \[m^3^/kg\]
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Al

:   Aluminum

*c*

:   Central pipe

Cu

:   Copper

*D*

:   Diameter

h

:   Hydraulic

HTF

:   Heat transfer fluid

i

:   Pipe inside

in

:   Inlet

m

:   Middle

o

:   Pipe outside

out

:   Outlet

*p*

:   Peripheric pipe

*s*

:   Surface

tot

:   Total

Ti

:   Titanium

w

:   Water in LMTD calculation / Wall in thermal resistance

1. Introduction {#sec0001}
===============

The growing world urbanization and climate change bring imminent challenges for the sustainable development of the society. A recent study by U.S. Energy Information Administration [@bib0001] predicted an increase in world energy consumption by nearly 50% between 2018-2050, of which almost all the increase comes from non-OECD countries having strong economic growth and rapid urbanization pace. Cities appear to dominate energy consumption and CO~2~ emissions. In 2013, the world\'s urban areas accounted for about 64% of global primary energy use and produced 70% of the total CO~2~ emissions [@bib0002]. More recently, the Covid-19 crisis inevitably urge the society to strengthen efforts made to the energy-climate transition.

Accessible, low-cost and stable alternative solutions are key to replace fossil-based energy. One way is to expand the share of renewable energies, such as solar photovoltaic (PV), wind, and bioenergy. However, this usually requires a considerable amount of financial support and their implementation is severely dependent on policy implementation, including the building of new energy infrastructures. Moreover, PV might be in conflict with agriculture when it comes to land occupation, while bioenergy can be in competition with food. The mismatch between demand and renewable production can also be problematic [@bib0003]. An alternative solution is to increase energy efficiency by reusing or converting waste energy (mostly in the form of heat) to other forms of energy from existing systems.

In recent years, wastewater in urban sewer networks has attracted extensive interest for thermal energy recovery because of its easy accessibility and high abundance. Wastewater released from showers, sinks, and drains contains significant quantities of thermal energy, much higher than organic energy [@bib0004]. An amount of 1.16 kWh thermal energy can be gained, if 1 m^3^ of water is cooled down by 1°C. According to Mazhar et al. [@bib0005], approximately 3.5 kWh of thermal energy per person per day could be harvested and used directly to meet thermal demands. Moreover, reusing heat from wastewater also helps to reduce greenhouse gas emissions. Takashi et al. [@bib0006] conducted a feasibility study in wastewater heat recovery and concluded that 2.5 tons of CO~2~ can be avoided per 10 000 m^3^ of wastewater. Guo and Hendel [@bib0007] performed a case study in Paris to evaluate the field performance of a district-scale wastewater heat recovery system with an effluent flow rate of 115 m^3^/h, and reported that up to 75% CO~2~ could be reduced annually with a primary energy savings of 32%. Cold recovery case studies have also been carried out in Amsterdam drinking water network by van der Hoek et al. [@bib0008].

Conventionally, there are two techniques to extract heat from wastewater in urban sewer channels by means of heat exchangers. There are already some existing systems or demonstrating projects using both technologies worldwide [@bib0009], [@bib0010], [@bib0011], [@bib0012]. The first technique (integrated system) is to install a metal-made tubular heat exchanger at the bottom of the sewer pipeline [@bib0007], [@bib0013]. Several tubular exchangers with long length are often connected in series to achieve the desired heat capacity, due to their relative small heat exchanger surface and low heat transfer coefficient [@bib0007]. Apart from weight and cost, metal heat exchangers also have issues of corrosion and fouling that often cause low efficiency or even failures [@bib0014], [@bib0015]. Moreover, in sewer pipes, the efficiency of the heat exchanger will be largely reduced if its surface is surrounded by sediments or biofilms or is not completely submerged [@bib0013].

The second technique (external system) is to pump the wastewater to a heat exchanger installed outside of the sewer. Spiral heat exchangers with advantages of compact design, large exchange surface, and high heat transfer coefficient are usually used in this technique [@bib0016]. Besides, the high-speed flow through spiral heat exchangers can reduce the effect of fouling. However, it requires a dedicated by-pass piping network and high installation and pumping costs [@bib0013]. Also, regular maintenance is necessary to avoid clogging by solid matters in wastewater.

Hence, facing this new application, it is desirable to find a solution to overcome those problems associated with metal heat exchangers. One promising solution is to use polymer materials instead of metals for manufacturing heat exchangers. Many different polymer materials have been studied for their physicochemical properties, such as polypropylene (PP), polyethylene (PE), polycarbonate (PC), polytetrafluoroethylene (PTFE), etc. [@bib0015], [@bib0017]. These materials have advantages of greater corrosion and fouling resistance, higher geometric flexibility, and they are easier to manufacture with reduced energy of formation and fabrication [@bib0015], [@bib0017]. The use of polymer heat exchangers also helps to reduce transportation and installation costs, which eventually lowers the total investment [@bib0014].

Nevertheless, polymer materials have significant low thermal conductivities of typically less than 0.5 W/m·K compared to most metals which range from 10 W/m·K to 400 W/m·K [@bib0015]. Therefore, extensive research has been carried out to improve the thermal performance of polymer heat exchangers. The commonly used technique is to dope the polymer thermal conductivity by adding metal, ceramic, or carbon-based particles into the polymer matrix [@bib0015]. Breuer and Sundararaj [@bib0018] reported that the thermal conductivity of PP could be increased by 120% with 1 wt.% loading of single-walled carbon nanotubes (SWCNTs). Mamuya et al. [@bib0019] studied the thermal conductivity of polyvinyl chloride (PVC) filled with copper powders at different filler volume contents and reported 3-4 times thermal conductivity improvements with a filler volume content of 30%. Compared with the thermal performance of metal heat exchangers, Chen et al. [@bib0014] have shown that a modified PP heat exchanger with thermal conductivity of 15 W/m·K can achieve 95% of the titanium heat exchanger performance and 84% of the aluminum or copper heat exchanger performance with the same dimensions.

In addition to conductivity enhancement of polymers, the operating condition, in particular vibration or other movements, also have potentially high impacts on heat exchanger performance. Recently, vibration effects on heat transfer enhancement have been confirmed numerically or experimentally. Shi et al. [@bib0020] numerically studied heat transfer enhancement by Vortex-Induced Vibration (VIV) generated by a cylindrical obstacle in a channel. Their results indicate that VIV can significantly increase the average Nusselt number up to 90.1% over that of a smooth channel. Liu et al. [@bib0021] used an experimental approach to study the effects of mechanical vibration on heat transfer characteristics of laminar flow in a circular heated tube. An increased Nusselt number and a maximum heat transfer enhancement of 14.94% was found owing to the vibration. A more sophisticated technique is to use ultrasonic vibration to enhance heat transfer. Chen et al. [@bib0022] investigated the heat transfer enhancement under ultrasonic vibration using a stainless steel circular heater rod, and found a maximum heat transfer increment of 1 557 W/m^2^·K with an increment ratio of 3.01. In terms of energy input, however, their ultrasonic transducer requires a total power of 150 W with a frequency of 40 Hz. Undesirable local heating could be problematic for the use of ultrasounds [@bib0023], [@bib0024]. To our knowledge, the use of unmodified polymer heat exchanger in sewer wastewater heat recovery has yet not appeared in the literature.

In this paper, we report a newly patented polymer heat exchanger (WO2020049233A1) designed for wastewater heat recovery from sewers [@bib0025]. Laboratory experiments are carried out to determine its heat transfer characteristics, including heat transfer rate, heat transfer coefficient, and thermal resistance. As a unique advantage, oscillational movement of the soft heat exchanger is also studied to explore the heat transfer enhancement potential compared with standstill position (which is true to all classical rigid heat exchangers). In the absence of established correlation for serpentine-shape cylinder heat convection, theoretical results obtained from ideal models of parallel flow and crossflow heat exchanger with the same dimension and working conditions are used to define the upper and lower performance limits of the studied heat exchanger. Based on the model, the sensibility of heat exchanger performance on material thermal conductivity allows the comparison with metal heat exchangers. The data and results from this paper may offer some reference for the design and use of polymer heat exchanger in wastewater heat recovery or similar applications.

2. Polymer heat exchanger {#sec0002}
=========================

2.1. Design and dimensions {#sec0003}
--------------------------

[Fig. 1](#fig0001){ref-type="fig"} shows schematically the structure of the novel heat exchanger and the dimension of the tested prototype. The heat exchanger is made of polymer polyurethane (PU), consisting of ten peripheric pipes and one central pipe [@bib0025]. The pipes are connected at one end by a cap for fluid return and this end is freely immersed in the source-side fluid (wastewater). The peripheric pipes (Port 1) and central pipe (Port 2) at the other end allow the feeding and return of the heat transfer fluid (HTF).Fig. 1Basic structure of the soft polymer heat exchanger (left) and dimension of the pipes (right).Fig 1

Manufactured by extrusion, this soft polymer heat exchanger holds important advantages of high modularity and flexibility. Namely, it can be prefabricated then cut into any length according to the capacity requirement or installation environment. The heat exchanger can be operated at four different modes depending on the direction of HTF flow and relative temperatures between the HTF and source-side fluid, as shown in [Table 1](#tbl0001){ref-type="table"} . Heat recovery refers to the situations when HTF temperature is lower than that of the source-side, while cold recovery refers to the cases when HTF temperature is higher than the source-side fluid.Table 1Different operating modes of the polymer heat exchanger.Table 1CasesPort 1Port 2Relative temperatureType of recoveryCase 1HTF inHTF outT~HTF~ \< T~source~Heat recoveryCase 2HTF outHTF inT~HTF~ \< T~source~Heat recoveryCase 3HTF inHTF outT~HTF~ \> T~source~Cold recoveryCase 4HTF outHTF inT~HTF~ \> T~source~Cold recovery

2.2. Flow patterns {#sec0004}
------------------

The soft nature of the material, together with the one end in free movement, makes the heat exchanger be easily deformed during operation due to external forces (turbulent flow, natural convection, thermocline, vortices, etc.). The deformation of the heat exchanger changes not only the shape but also the flow pattern between the HTF and source-side fluid. [Fig. 2](#fig0002){ref-type="fig"} illustrates positions of the heat exchanger (only one peripheric pipe is shown instead of ten) in both straight and serpentine positions and their corresponding flow patterns. In the straight position, parallel flow dominates heat transfer between the HTF and source-side fluid, with peripheric pipes being co-current and the central pipe in counter-current configuration. However, a crossflow is created when the heat exchanger is in the serpentine position, which could enhance the external convection. Moreover, previous studies [@bib0026], [@bib0027] have shown that Dean vortices can be formed when a fluid flows in a curved channel, resulting in an enhanced internal convective heat transfer. In sum, the facility of deformation of the novel heat exchanger makes it potentially more performant compared to a rigid heat exchanger under equal material and operating conditions.Fig. 2Schematic view of the heat exchanger in different positions and their corresponding fluid flow patterns (left: straight position with parallel flow; right: serpentine position with mixed parallel-cross flow).Fig 2

3. Theoretical model {#sec0005}
====================

3.1. Overall heat transfer coefficient {#sec0006}
--------------------------------------

The overall heat exchange coefficient (*U*) depends on those of peripheric (*U~p~*) and central pipes (*U~c~*). Each of them depends on internal and external convection and conduction through walls. The thermal resistances for internal convective (*R~i~*), external convective (*R~o~*), and conductive heat transfer through walls (*R~w~*) can be calculated using the [Eqs. (1)](#eqn0001){ref-type="disp-formula"}-[(3)](#eqn0003){ref-type="disp-formula"} [@bib0027], hence the total thermal resistance is the sum of them by [Eq. (4)](#eqn0004){ref-type="disp-formula"}:$$R_{i} = \frac{1}{\pi h_{i}D_{i}\mathit{NL}}$$ $$R_{o} = \frac{1}{\pi h_{o}D_{o}\mathit{NL}}$$ $$R_{w} = \frac{\mathit{\ln}\left( \frac{D_{o}}{D_{i}} \right)}{2\pi\lambda\mathit{NL}}$$ $$R_{\mathit{tot}} = R_{i} + R_{o} + R_{w}$$

The overall heat transfer coefficient of the peripheric pipes or central pipe may be determined as follows [@bib0027]:$$U_{p} = \frac{1}{A_{p} \cdot R_{\mathit{tot},p}}$$ $$U_{c} = \frac{1}{A_{c} \cdot R_{\mathit{tot},c}}$$

The global heat transfer coefficient of the entire heat exchanger is finally calculated by the sum of the overall heat transfer coefficient of each pipe to the ratio of heat transfer area as shown in [Eq. (7)](#eqn0007){ref-type="disp-formula"}:$$U = U_{p} \cdot \frac{A_{p}}{A_{p} + A_{c}} + U_{c} \cdot \frac{A_{c}}{A_{p} + A_{c}}$$

Substituting [Eqs. (5)](#eqn0005){ref-type="disp-formula"} and [(6)](#eqn0006){ref-type="disp-formula"} in [(7)](#eqn0007){ref-type="disp-formula"}, the [Eq. (7)](#eqn0007){ref-type="disp-formula"} becomes:$$U = \frac{1}{A \cdot R_{\mathit{tot},p}} + \frac{1}{A \cdot R_{\mathit{tot},c}}$$

3.2. Internal convective heat transfer coefficient {#sec0006a}
--------------------------------------------------

To determine the internal convective heat transfer coefficient (*h~i~*), the Reynolds number of internal tube flow is calculated to determine the flow regime:$$Re_{D} = \frac{u\rho D_{i}}{\mu}$$

For internal pipe flow, the flow can be considered as laminar flow if *Re~D~* \< 2300, and turbulent if *Re~D~* \> 2900 [@bib0027]. It worth noting that for N peripheric pipes, the mean velocity *u* is calculated by the ${\overset{˙}{m}}_{p}$ being divided by *N* (*N*=10).

In the case of fully developed laminar flow with constant surface temperature, and without considering the entrance development zone, the Nusselt number can be considered as constant:$$Nu_{D} = 3.66\mspace{6mu} if\mspace{6mu} T_{s} = constant$$

For turbulent flow, the correlation provided by Gnielinski [@bib0027] is used to determine the Nusselt number:$$Nu_{D} = \frac{\left( f/8 \right)\left( Re_{D} - 1000 \right)\mathit{\Pr}}{1 + 12.7\left( f/8 \right)^{1/2}\left( Pr^{2/3} - 1 \right)}$$

This correlation is valid for 0.5 ≤ *Pr* ≤ 2000 and 3000 ≤ *Re~D~* ≤ 5 · 10^6^, and it can be applied for both constant heat flux and temperature conditions. In the equation, the Darcy friction factor *f* can be obtained from the Churchill equation (1977) [@bib0028] that is valid for all flow regimes:$$\begin{array}{ccl}
 & & {f = 8 \cdot \left\lbrack \left( \frac{8}{\mathit{Re}} \right)^{12} + \left( \left\{ 2.457 \cdot \mathit{\ln}\left( \frac{1}{\left( \frac{7}{\mathit{Re}} \right)^{0.9} + 0.27\frac{\varepsilon}{D_{i}}} \right) \right\}^{16} \right. \right.} \\
 & & {\mspace{12600mu}\left. \left. + \,\left( \frac{37530}{\mathit{Re}} \right)^{16} \right)^{- 1.5} \right\rbrack^{\frac{1}{12}}} \\
\end{array}$$where ɛ and *D~i~* are the surface roughness (0.0015 mm for PU) and the inner diameter of the pipe.

Once *Nu~D~* is obtained, the internal convective heat transfer coefficient of the peripheric or central pipe is determined by [Eq. (13)](#eqn0013){ref-type="disp-formula"}:$$h_{i} = \frac{Nu_{D}k}{D_{i}}$$

3.3. External heat transfer coefficient {#sec0007}
---------------------------------------

The external convection coefficient (*h~o~*) depends on the relative flow pattern between the HTF and source-side fluid. As the soft heat exchanger is in a serpentine position, the complex flow pattern involves both parallel and crossflow, the latter being more favorable to convective heat transfer. Thus, the external convection coefficient around a serpentine-cylinder should be limited by values obtained by parallel and crossflow correlations.

In parallel flow, the external convective heat transfer coefficient is calculated by considering the peripheric and central pipe to be a single united pipe. This united pipe together with the external water pipeline acts as a concentric tube annulus. The hydraulic diameter of the concentric tube annulus is calculated using [Eq. (14)](#eqn0014){ref-type="disp-formula"}:$$D_{h} = \frac{4A_{c}}{P} = \frac{D_{\mathit{ti}}^{2} - 10D_{\mathit{po}}^{2} - D_{\mathit{co}}^{2}}{D_{\mathit{ti}} + 10D_{\mathit{po}} + D_{\mathit{co}}}$$

Then, [Eq. (9)](#eqn0009){ref-type="disp-formula"} allows determining Reynolds number with *D~h~* in place of *D~i~*. The flow regime is laminar with calculated Re = 745 (source-side fluid flow rate 60 g/s) and for the case of fully developed laminar flow in an annulus, with one surface insulated and another surface at a constant temperature, *Nu~o~* entirely depends on the geometry of the concentric tube. Rohsenow et al. suggest *Nu~o~* = 4.17 [@bib0029].

The external convective heat transfer coefficient is then determined using:$$h_{o} = \frac{Nu_{o}k}{D_{h}}$$

In the case of crossflow, the flow structure can no longer be considered as an annulus, [Eq. (14)](#eqn0014){ref-type="disp-formula"} for calculating hydraulic diameter is adjusted to [Eq. (16)](#eqn0016){ref-type="disp-formula"} as follows [@bib0027]:$$D_{h} = \frac{D_{\mathit{co}}^{2} + 10D_{\mathit{po}}^{2}}{D_{\mathit{co}} + 10D_{\mathit{po}}}$$

To determine the Nusselt number on the external surface with calculated Re of about 52, the correlation for Re \< 500 presented by Hsu (1963) is used [@bib0030], as shown in [Eq. (17)](#eqn0017){ref-type="disp-formula"}. Although Churchill and Bernstein (1977) correlation [@bib0027] covers a larger range of Re through a single equation, the current study uses fixed source-side flow rate having constant Re, which makes [Eq. (17)](#eqn0017){ref-type="disp-formula"} sufficient.$$\mathit{Nu} = 0.43 + 0.48Re^{\frac{1}{2}}$$

The formula for the external convective heat transfer coefficient in crossflow remains the same as described in [Eq. (15)](#eqn0015){ref-type="disp-formula"}.

3.4. Heat transfer rates {#sec0008}
------------------------

The heat transfer rate of the heat exchanger is calculated with the outlet temperatures determined by using the Logarithmic Mean Temperature Difference (LMTD) method. For the peripheric pipe and central pipe, the LMTD is expressed in [Eqs. (18)](#eqn0018){ref-type="disp-formula"} and [(19)](#eqn0019){ref-type="disp-formula"} [@bib0027]:$$\mathit{LMT}D_{p} = \frac{\left( T_{w,\mathit{out}} - T_{\mathit{HTF},m} \right) - \left( T_{w,\mathit{in}} - T_{\mathit{HTF},\mathit{in}} \right)}{\mathit{\ln}\left( \frac{T_{w,\mathit{out}} - T_{\mathit{HTF},m}}{T_{w,\mathit{in}} - T_{\mathit{HTF},\mathit{in}}} \right)}$$ $$\mathit{LMT}D_{c} = \frac{\left( T_{w,\mathit{out}} - T_{\mathit{HTF},m} \right) - \left( T_{w,\mathit{in}} - T_{\mathit{HTF},\mathit{out}} \right)}{\mathit{\ln}\left( \frac{T_{w,\mathit{out}} - T_{\mathit{HTF},m}}{T_{w,\mathit{in}} - T_{\mathit{HTF},\mathit{out}}} \right)}$$

It is worth noting the expression of LMTD is based on co-current flow pattern for peripheric pipes and counter-current flow for the central one. This is furtherly illustrated in [Fig. 4](#fig0004){ref-type="fig"}.

Similarly, the heat conductance (UA) can be obtained for the peripheric and central pipe from [Eqs. (5)](#eqn0005){ref-type="disp-formula"} and [(6)](#eqn0006){ref-type="disp-formula"} as follows:$$\left( \mathit{UA} \right)_{p} = \frac{1}{R_{\mathit{tot},p}}$$ $$\left( \mathit{UA} \right)_{c} = \frac{1}{R_{\mathit{tot},c}}$$

The outlet temperatures, including the middle and outlet temperature of the HTF fluid (*T* ~*HTF,\ m*~, *T* ~*HTF,\ out*~) and the outlet temperature of the source-side fluid (*T* ~*w,\ out*~), can be derived by solving a system of three [equations (22)](#eqn0022){ref-type="disp-formula"}-[(24)](#eqn0024){ref-type="disp-formula"} with known information of inlet temperatures, flow rates, and heat conductance.$$\left( \mathit{UA} \right)_{p}\mathit{LMT}D_{p} = {\overset{˙}{m}}_{\mathit{HTF}}c_{p,\mathit{HTF}}\left( T_{\mathit{HTF},m} - T_{\mathit{HTF},\mathit{in}} \right)$$ $$\left( \mathit{UA} \right)_{c}\mathit{LMT}D_{c} = {\overset{˙}{m}}_{\mathit{HTF}}c_{p,\mathit{HTF}}\left( T_{\mathit{HTF},\mathit{out}} - T_{\mathit{HTF},m} \right)$$ $${\overset{˙}{m}}_{w}c_{p,w}\left( T_{w,\mathit{out}} - T_{w,\mathit{in}} \right) = {\overset{˙}{m}}_{\mathit{HTF}}c_{p,\mathit{HTF}}\left( T_{\mathit{HTF},\mathit{in}} - T_{\mathit{HTF},\mathit{out}} \right)$$

With the solved outlet temperatures, the heat transfer rate is obtained respectively for the peripheric pipe and central pipe using the heat transfer [equations (25)](#eqn0025){ref-type="disp-formula"}-[(26)](#eqn0026){ref-type="disp-formula"}. The global heat transfer rate is the sum of two components in series ([Eq. (27)](#eqn0027){ref-type="disp-formula"}).$${\overset{˙}{Q}}_{p} = {\overset{˙}{m}}_{p}c_{p,\mathit{HTF}}\left( T_{\mathit{HTF},\mathit{in}} - T_{\mathit{HTF},m} \right)$$ $${\overset{˙}{Q}}_{c} = {\overset{˙}{m}}_{c}c_{p,\mathit{HTF}}\left( T_{\mathit{HTF},m} - T_{\mathit{HTF},\mathit{out}} \right)$$ $$\overset{˙}{Q} = {\overset{˙}{Q}}_{p} + {\overset{˙}{Q}}_{c}$$

4. Experimental procedure and data analysis {#sec0009}
===========================================

4.1. Experimental procedure {#sec0010}
---------------------------

The polymer heat exchanger is tested in a temperature-regulated water pipeline (with an internal diameter of 90 mm) for source-side fluid under operating mode Case 1 ([Table 1](#tbl0001){ref-type="table"}), as shown in [Fig. 3](#fig0003){ref-type="fig"} . The heat exchanger is designed to have a length of 1.65 m, slightly shorter than the water pipeline. Both HTF and source-side fluid use water, and the inlet temperature of the source-side and HTF is maintained at 30°C and 20°C respectively by two thermostats. HTF is fed into the heat exchanger from the peripheric pipes and returned to the thermostat from the central pipe. At the heat exchanger inlet, outlet, and middle point, as well as the inlet and outlet of the water pipeline, fluid temperatures are measured by K-type thermocouples. The HTF-side pressure loss is measured by an AST5100 wet-wet differential pressure transmitter, with corresponding flow rates measured by Coriolis mass flowmeters (mini CORI-FLOW, Bronkhorst). The heat exchanger model and its corresponding temperature profile in this working mode (Case 1) are illustrated in [Fig. 4](#fig0004){ref-type="fig"} .Fig. 3Schematic of the experimental setup.Fig 3Fig. 4The heat exchanger model (left) and the expected temperature profile (right) in heat recovery operating mode.Fig 4

During the experimental runs, the flow rate of the source-side fluid is kept at a constant value of 60 g/s. It is 4 to 15 times higher than the HTF flow rate (4.27-15.7 g/s) and allows a reasonable hypothesis of fixed temperature wall condition during heat convection coefficient estimation. The experiment is kept running continuously with varying HTF flow rates to determine its effects on the thermal performance of the heat exchanger. At each level of the HTF flow rates, four representative data points are chosen for further calculation and analysis. As a preliminary study, the influence of oscillation on heat exchanger performance is also tested. The oscillation is created manually by shaking the heat exchanger around its longitudinal axis. With the other end of the soft heat exchanger in free movement, a transient serpentine form is created with an amplitude of ±35 mm and under a frequency of 1-2 Hz. Approximatively 2-3 sinusoidal cycles constitute the total length of the heat exchanger (1.65 m).

The reading of thermocouples and flowmeters are automatically recorded by a computer. The main measurement uncertainties are from the thermocouples and flowmeters and are within ±0.5°C and ±0.1 g/s, respectively.

4.2. Experimental data analysis {#sec0011}
-------------------------------

The experimental heat transfer rate between the HTF and source-side fluid can be calculated respectively for the peripheric pipes and central pipe using [Eqs. (25)](#eqn0025){ref-type="disp-formula"} and[(26)](#eqn0026){ref-type="disp-formula"}, and the global heat transfer rate is the sum of the two components in series by [Eq. (27)](#eqn0027){ref-type="disp-formula"}. The experimental LMTD is estimated using the same [Eqs. (18)](#eqn0018){ref-type="disp-formula"} and [(19)](#eqn0019){ref-type="disp-formula"} for the peripheric pipe and central pipe, respectively.

The heat conductance (UA) is determined as follows using the previously calculated LMTD:$$\left( \mathit{UA} \right)_{p} = \frac{{\overset{˙}{Q}}_{p}}{\mathit{LMT}D_{p}}$$ $$\left( \mathit{UA} \right)_{c} = \frac{{\overset{˙}{Q}}_{c}}{\mathit{LMT}D_{c}}$$

The overall heat transfer coefficient (U) can be calculated individually for peripheric and central pipe:$$U_{p} = \frac{\left( \mathit{UA} \right)_{p}}{A_{p}}$$ $$U_{c} = \frac{\left( \mathit{UA} \right)_{c}}{A_{c}}$$

Finally, the global heat transfer coefficient of the entire heat exchanger is obtained using the [Eq. (7)](#eqn0007){ref-type="disp-formula"}.

5. Results and discussion {#sec0012}
=========================

5.1. Temperature profiles {#sec0013}
-------------------------

The outlet temperatures (*T* ~*w,\ out*~, *T* ~*HTF,\ out*~ and *T* ~*HTF,\ m*~) of the polymer heat exchanger obtained from the experiment (EXP), parallel flow (PF), and crossflow (CF) theoretical models by the LMTD method are compared at various HTF flow rates, as shown in [Fig. 5](#fig0005){ref-type="fig"} . Constant inlet temperatures *T* ~*w,\ in*~ and *T* ~*HTF,\ in*~ are averaged at measured values of 30.14°C and 20.75°C, respectively. As already illustrated in [Fig. 4](#fig0004){ref-type="fig"}, the HTF temperature lift can be divided into two parts: the temperature lifted in the peripheric pipes ($T_{HTF,m} - T_{HTF,in}$) and the temperature lifted in the central pipe ($T_{HTF,out} - T_{HTF,m}$). Results reveal that, with about three-fold heat transfer area, the temperature lift in the peripheric pipes is substantially higher compared to the central pipe regardless of flow patterns. For example, for the HTF flow rate at 8.71 g/s, the experimental results show HTF temperature is increased from 20.75°C to 24.26°C after the peripheric pipes and then to 24.62°C at the outlet of the central pipe. Moreover, since the flow rate of the source-side fluid (60 g/s) is about 4 to 15 times higher than the HTF flow rate, the temperature change in the source-side fluid is significantly smaller than that of HTF. According to experimental results, the maximum temperature difference in the source-side fluid is as low as 0.7°C while the value is 6.09°C in HTF. In addition, compared with inlet temperatures, the experimental outlet temperatures in both HTF and source-side fluid (water) are between those estimated by parallel flow and crossflow models, with crossflow giving the highest temperature differences. This confirms the particular parallel-cross mixed flow pattern between the serpentine-shape soft heat exchanger and source-side fluid.Fig. 5Comparison of outlet temperatures derived from experiment and theoretical models.Fig 5

5.2. Experimental heat transfer rate {#sec0014}
------------------------------------

Heat transfer rate has been commonly used to evaluate the heat transfer performance of heat exchangers. With [Eqs. (25)](#eqn0025){ref-type="disp-formula"} and [(26)](#eqn0026){ref-type="disp-formula"}, the experimental heat transfer rate of the polymer heat exchanger is calculated, and the results are shown in [Fig. 6](#fig0006){ref-type="fig"} . For both peripheric and central pipes, the heat transfer rate increases with higher HTF flow rates. For the highest flow rate of 15.70 g/s, the total heat transfer rate under the test condition (hot and cold inlets being respectively 30.14°C and 20.75°C) can achieve 168 W, leading to a linear value of 102 W/lm (watt per linear meter). Moreover, the peripheric pipes dominate the performance of the heat exchanger, accounting for 87%-95% of the global heat transfer rate in the tested flow range (22 W for the central pipe and 146 W for peripheric ones in the case of 168 W). This is mainly due to the relatively larger heat transfer surface of the peripheric pipe (0.145 m^2^) than that of the central one (0.052 m^2^).Fig. 6Experimental heat transfer rates for peripheric and central pipes at different HTF flow rates. (*Error bars represent the standard deviation for a set of 4 repetitive test results*)Fig 6

It worth noting the pressure loss of the HTF side is also measured for all flow rates and results show a maximal pressure drop of 24 588 Pa for the total length of 1.65 m. Details are given in [Appendix A1](#sec0023){ref-type="sec"}.

5.3. Comparison with theoretical models {#sec0015}
---------------------------------------

The characteristics of heat exchanger in crossflow and parallel flow are studied with the theoretical LMTD model, which is validated by NTU-ε method (details in Appendix A2). The results are compared with the experimental ones, as illustrated in [Fig. 7](#fig0007){ref-type="fig"} and [Fig. 8](#fig0008){ref-type="fig"} . It worth noting that the aim of theoretical models is to provide upper and lower limits of the experimental performance, instead of validating experimental results.Fig. 7Comparison between experimental and theoretical global heat transfer rate.Experiments are conducted with serpentine-shape heat exchanger in a straight water pipeline, which is a combination of crossflow and parallel flow. The theoretical results from crossflow and parallel flow convection correlation provide upper and lower limits of the heat exchanger performance.Fig 7Fig. 8Experimental global heat transfer coefficient and its upper and lower limits provided by theoretical cross-flow (CF) and parallel-flow (PF) models.Fig 8

[Fig. 7](#fig0007){ref-type="fig"} shows the global heat transfer rate obtained from the experiment, parallel flow and crossflow theoretical models. It shows that the experimental result is in between the data provided by parallel flow and crossflow correlations. Comparing with the experimental results, the crossflow theoretical model gives 34%-64% higher global heat transfer rate in the studied range of HTF flow rate, of which 64% occurs at the highest HTF flow rate of 15.70 g/s; while the values are 50%-62% lower in the parallel flow. Therefore, it can be concluded that the actual flow in the heat exchanger during experimental runs is neither pure parallel flow nor crossflow, but a combination of the two.

[Fig. 8](#fig0008){ref-type="fig"} shows similar trends in terms of the global heat transfer coefficient. Compared with the experimental results, which range from 100 to 110 W/m^2^·K, the theoretical overall heat transfer coefficient in crossflow could double the experimental performance, whereas the coefficient in parallel flow could be reduced to 1/3. In other words, the theoretical model in crossflow and parallel flow prescribe an upper and a lower limit of thermal performance to the actual flow in the heat exchanger. Moreover, as the HTF flow rates increase and the corresponding internal flow regime turns from laminar to turbulent flow, the global heat transfer coefficient keeps stable for all three data series. This implies that the global heat transfer coefficient might be mainly limited by the external convection or the heat conduction through walls, instead of the internal convection.

5.4. Thermal resistances {#sec0016}
------------------------

As over 87% of the global heat transfer rate is exchanged through the peripheric pipes, only the thermal resistances of the peripheric part is studied in this section. [Fig. 9](#fig0009){ref-type="fig"} illustrates the influence of HTF flow rates and flow patterns (parallel flow and crossflow) on the three thermal resistances of peripheric pipes (R~pi~, R~pw,~ and R~po~). Clearly, the total thermal resistance is considerably lower in crossflow than parallel flow, by a factor of about 7. Since the internal Dean flow for the case of crossflow pattern is considered negligible in this study, the only difference between parallel and crossflow lies in the external convention. It shows that external convective thermal resistance is the principal resistance in both flow patterns, accounting for more than 90% of the total thermal resistance in parallel flow and about 50% in crossflow. This is due to the influence of a considerably lower external convective heat transfer coefficient caused by a larger hydraulic diameter on the external surface in comparison with the internal one. Therefore, the increase of HTF flow rates, which enhances the internal convention only, has little influence on the global thermal resistances in all flow rates and for both flow patterns. More importantly, comparing the three thermal resistances, the wall resistance in peripheric pipes (*R* ~*pw*~) is the lowest. The use of low-conductivity polymer can be potentially competitive to metal-made heat exchangers. Since the situation is slightly different in the central pipe, global heat exchange coefficient should be used to investigate the influence of thermal conductivity.Fig. 9Thermal resistances of peripheric pipes in the cases of parallel flow and crossflow.Fig 9

5.5. Comparison with metal heat exchangers {#sec0017}
------------------------------------------

With the theoretical model, the material thermal conductivity is studied to determine its effects on the thermal performance of the heat exchanger in both cases of parallel flow and crossflow. The results obtained with PU (*λ =* 0.29 W/m·K) are compared with three selected metal heat exchangers, titanium, aluminum, and copper, whose thermal conductivity are 22 W/m·K, 236 W/m·K, and 398 W/m·K, respectively. The global heat transfer coefficient is used as bases for comparison under the same working conditions: ${\overset{˙}{m}}_{HTF}$ = 10.86 g/s, *T~HTF,in~* = 20.7°C, *T~w,in~* = 30.1°C, ${\overset{˙}{m}}_{w}$ = 60 g/s. Three fictive PU with their thermal conductivities multiplied by a factor of 2, 4, and 6 are also analysed.

[Fig. 10](#fig0010){ref-type="fig"} shows the theoretical results of the global heat transfer coefficient as a function of thermal conductivity in the case of crossflow and parallel flow. The detailed comparison results, as well as their relative performance ratios to each metal heat exchanger, are listed in [Tables 2](#tbl0002){ref-type="table"} and [3](#tbl0003){ref-type="table"} . The polymer heat exchanger shows promising performance compared with conventional metal ones with the same dimension and working conditions. For crossflow in [Fig. 10](#fig0010){ref-type="fig"}, the polymer heat exchanger is expected to have a U-value of 209.44 W/m^2^·K, while the best metal performance (Copper) gives 312.18 W/m^2^·K. For parallel flow, the values are respectively 36.18 W/m^2^·K and 39.37 W/m^2^·K. From the comparison results in [Tables 2](#tbl0002){ref-type="table"} and [3](#tbl0003){ref-type="table"}, it is clear that the thermal performance of the heat exchanger made of PU can achieve about 67% and 92% of the titanium, aluminum, or copper heat exchanger in crossflow and parallel flow, respectively. If the thermal conductivity is doped by a factor of 6, reaching 1.74 W/m·K, the heat exchanger performance can achieve about 90% and 99% of the three selected metal materials, respectively in crossflow and parallel flow. As previously discussed, the experimental performance of PU-made heat exchanger is limited by the parallel flow and crossflow models, it is reasonable to conclude that the heat exchanger can achieve a performance of 67%-92% of titanium, aluminum, or copper heat exchangers.Fig. 10Theoretical relation between global heat transfer coefficient and material thermal conductivity in the case of crossflow (left) and parallel flow (right) (working conditions: ${\overset{˙}{m}}_{HTF}$ = 10.86 g/s, *T~HTF,in~* = 20.7°C, *T~w,in~* = 30.1°C, ${\overset{˙}{m}}_{w}$ = 60 g/s).Fig 10Table 2Performance comparison between heat exchanger made of different materials in crossflow.Table 2Heat exchanger material*λ* \[W/m·K\]*U* \[W/m^2^·K\]*U/U~Ti~U/U~Al~U/U~Cu~*Polyurethane (PU)0.29209.440.6780.6710.6712·PU0.58242.100.7830.7760.7764·PU1.16267.740.8660.8580.8586·PU1.74279.360.9040.8950.895Titanium (Ti)22309.0310.9900.990Aluminum (Al)236312.051.01011.000Copper (Cu)398312.181.0101.0001Table 3Performance comparison between heat exchanger made of different materials in parallel flow.Table 3Heat exchanger material*λ* \[W/m·K\]*U* \[W/m^2^·K\]*U/U~Ti~U/U~Al~U/U~Cu~*Polyurethane (PU)0.2936.180.9200.9190.9192·PU0.5837.620.9570.9560.9564·PU1.1638.450.9780.9770.9776·PU1.7438.750.9850.9840.984Titanium (Ti)2239.3210.9990.999Aluminum (Al)23639.371.00111.000Copper (Cu)39839.371.0011.0001

[Fig. 10](#fig0010){ref-type="fig"} also provides a design guide for polymer heat exchangers in terms of material choice. In the case of crossflow, there is a critical value (about 5.0 W/m·K) of material thermal conductivity that divides the performance curve into two parts. Below this value, the curve is very sharp, which means that improving thermal conductivity will considerably boost the heat exchanger thermal performance. However, over this value, the curve tends to be flat at 312 W/m·K and thus improving thermal conductivity contributes very little to the heat performance enhancement. In the case of parallel flow, the important critical value is about 1 W/m·K. Above this value, increasing thermal conductivity has little effect on the curve since U-value tends to stay at a constant global heat transfer coefficient of approximately 40 W/m^2^·K. From the heat exchange performance point of view, improving thermal conductivity is worthless after the critical value since the main thermal resistance comes from the convective heat transfer, in particular the external one, rather than the pipe heat conduction (see [Fig. 9](#fig0009){ref-type="fig"}). As the real serpentine shape heat exchanger should be in between parallel and crossflow, the critical heat conductivity should be between 1 and 5 W/m·K.

5.6. Performance enhancement by oscillation -- preliminary results {#sec0018}
------------------------------------------------------------------

As one of the advantages of using soft material, oscillation and its influence on thermal performance is studied experimentally. Manually agitation of the heat exchanger around its longitudinal axis creates serpentine-like movement with transient deformation. As described earlier, the heat exchanger deforms as an external force is applied, either from mechanical shaking or from the natural flow of the source side fluid. [Fig. 11](#fig0011){ref-type="fig"} shows some preliminary experimental results of the heat transfer rate for a continuous experimental run at four different HTF flow rates. It is found that oscillation significantly improves thermal performance by more than 30% regardless of the HTF flow rates. This is presumably due to the disturbance of the flow characteristics by movement, which perturbs the thermal boundary layer and thus improves the external heat convection. As previously discussed, results from the theoretical model indicate that principal thermal resistance lies in the external convection between the pipe and source-side fluid. Disturbance from manual shaking allows a continuous reduction of the thermal boundary layer since the flow pattern alternates between parallel flow and crossflow. As a result, the crossflow pattern would be more pronounced than in a stationary situation.Fig. 11Heat transfer rates comparison between fixed and oscillation positions at different HTF flow rates.Fig 11

The thermal performance improvement by movement can be better illustrated by comparing the experimental results (with and without oscillation) with the theoretical performance limits (parallel flow and crossflow) under the same working conditions, as shown in [Fig. 12](#fig0012){ref-type="fig"} (left). Compared with the stationary case, a clear increase of 30% in heat transfer rate is observed for the heat exchanger under oscillation, which suggests an enhanced thermal performance closer to that of crossflow (+60%). However, the performance is still within the theoretical performance range limited by parallel flow and crossflow correlations. It offers evidence that more crossflow pattern is presenting in the heat exchanger subjected to oscillational movement. The major heat transfer enhancement under oscillation may be explained by plotting the global heat transfer coefficient against Re in peripheric pipes, as shown in [Fig. 12](#fig0012){ref-type="fig"} (right). In peripheral pipes, Re ranges from 379 to 873 with corresponding HTF flow rates from 6.35 to 15.59 g/s. A significant rise in the global heat transfer coefficient by about 50% can be observed for the heat exchanger under movement.Fig. 12Heat transfer improvement by oscillation of the heat exchanger in the source-side fluid: (left) experimental results and theoretical limits and (right) experimental global heat transfer coefficients with respect to Re.Fig 12

6. Conclusions and perspectives {#sec0019}
===============================

In this paper, a patented soft polymer heat exchanger for wastewater heat recovery is studied to explore its heat transfer characteristics, including heat transfer rate, heat transfer coefficient, and thermal resistance. The effect of material thermal conductivity and oscillation on the thermal performance justifies the interests of the novel heat exchanger. Both experiments and theoretical calculations are carried out.

Experimental results show a global heat transfer coefficient between 100-110 W/m^2^·K for an HTF flow rate of 4.27-15.70 g/s and 60 g/s at the source side. It is further found that with a heat transfer area three times larger than the central pipe, the peripheric pipes are largely dominating (over 87%) the performance of the heat exchanger in terms of heat transfer rate. In addition, when subjected to a manually assisted serpentine-like movement, the heat exchanger shows a significantly better performance, with an increase of about 30% compared with a stationary situation.

The theoretical models demonstrate that the performance of the polymer heat exchanger is in between the parallel and crossflow heat exchangers with the same configuration. More specifically, the experimental global heat transfer rate is up to 64% lower than the theoretical value in crossflow while up to 62% higher than those estimated by the parallel flow model. Hence, it reveals that the actual flow pattern in the experiment is a combination of parallel flow and crossflow. In terms of thermal resistance, theoretical results confirm that the external convective thermal resistance is the dominant one, and the low thermal conductivity of polymer does not significantly deteriorate the global heat transfer coefficient.

With the theoretical models, a sensitivity study on the material thermal conductivity on heat exchanger performance is investigated. The results show that there is a critical value that divides the performance curve of the heat exchanger into two parts. Below this value, improving thermal conductivity will considerably boost the heat exchanger performance while over this value improving thermal conductivity contributes very little to the heat performance enhancement. This critical value is about 5.0 W/m·K in the crossflow heat exchanger and 1.0 W/m·K in the parallel flow heat exchanger. For the specific polymer heat exchanger made of polyurethane in this paper, it can reach 67% and 92% of the titanium, aluminum, and copper heat exchanger performance in crossflow and parallel flow, respectively. It can be concluded that using polymer materials to make heat exchangers can be thermally competitive to the conventional metal-based heat exchangers.

The polymer heat exchanger presented in this paper shows high potentiality to be used in the wastewater heat recovery application, not only because of the merits of using polymer materials but also its unique adaption to the installation environment. Firstly, it is flexible and can be changed to any shape as required. Secondly, due to the low weight, it always floats on the upper part of the wastewater where the water temperature is usually higher than the bottom part. In this way, the heat transfer between wastewater and HTF can be maximized. As mentioned previously, the heat exchanger performance potentially can be further improved in a crossflow environment or under movement. Future works will be focused on the study of heat transfer enhancement by vibration with different frequencies and amplitudes preferably induced by source-side fluid. Other perspectives include the implementation of the polymer heat exchanger in a real case with specific environments.
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Appendices {#sec0022}
==========

A1. Pressure loss {#sec0023}
-----------------

The pressure drop through the HTF side is measured by an AST5100 wet-wet differential pressure transmitter. HTF flowrate ranges from 4.3 to 15.7 g/s, and it the same with the thermal performance part. The pressure loss follows a logarithmic trend with respect to the mass flowrate, and its maximal and minimum values are respectively 7 132 Pa and 24 588 Pa for the total length of 1.65 m ([Fig. A1](#fig0013){ref-type="fig"} ).Fig. A1HTF side pressure loss at the full range of flow rates.Fig A1

A2. Validation of LMTD with NUT- ɛ method {#sec0024}
-----------------------------------------

In order to validate theoretical results calculated from the LMTD method, NTU-ε method is used. The heat transfer rate is calculated separately for the peripheric pipe and central pipe. As the calculation procedures are the same, here taking the peripheric pipe as an example. The heat capacity rates (C) for the two fluids are determined as shown in [Eqs. (32)](#eqn0032){ref-type="disp-formula"}-[(33)](#eqn0033){ref-type="disp-formula"}. The heat capacity ratio (*C~r~*) is then the minimum value to the maximum value of the two heat capacity rates (*C~HTF~*, *C~w~*).$$C_{\mathit{HTF}} = {\overset{˙}{m}}_{\mathit{HTF}}c_{p,\mathit{HTF}}$$ $$C_{w} = {\overset{˙}{m}}_{w}c_{p,w}$$ $$C_{r} = \frac{\min\left( C_{\mathit{HTF}},\mspace{6mu} C_{w} \right)}{\max\left( C_{\mathit{HTF}},\mspace{6mu} C_{w} \right)}$$

The Number of Transfer Units (NTU) is defined as:$$\mathit{NTU} = \frac{\left( \mathit{UA} \right)_{p}}{\min\left( C_{\mathit{HTF}},\mspace{6mu} C_{w} \right)}$$

The effectiveness (ε) is then estimated from [Eqs. (36)](#eqn0036){ref-type="disp-formula"}-[(37)](#eqn0037){ref-type="disp-formula"} depending on the flow patterns in the pipe [@bib0027]:$$\begin{array}{ccl}
\varepsilon_{p} & = & \frac{1 - \exp\left\lbrack - \mathit{NTU}\left( 1 + C_{r} \right) \right\rbrack}{1 + C_{r}} \\
 & & {\mspace{12600mu}\left( \text{in}\mspace{6mu}\text{parallel}\mspace{6mu}\text{flow},\mspace{6mu}\text{peripheric}\mspace{6mu}\text{pipe} \right)} \\
\end{array}$$ $$\begin{array}{ccl}
\varepsilon_{c} & = & \frac{1 - \exp\left\lbrack - \mathit{NTU}\left( 1 - C_{r} \right) \right\rbrack}{1 - C_{r}\exp\left\lbrack - \mathit{NTU}\left( 1 - C_{r} \right) \right\rbrack} \\
 & & {\mspace{11700mu}\left( \text{in}\mspace{6mu}\text{crossflow},\mspace{6mu} \right.C_{r}\left. < 1,\mspace{6mu}\text{central}\mspace{6mu}\text{pipe} \right)} \\
\end{array}$$

Finally, the heat transfer rate can be evaluated according to [Eqs. (38)](#eqn0038){ref-type="disp-formula"}-[(39)](#eqn0039){ref-type="disp-formula"} from the above calculated results. The global heat transfer rate is calculated using [Eq. (27)](#eqn0027){ref-type="disp-formula"}.$${\overset{˙}{Q}}_{p} = \varepsilon_{p} \cdot \min\left( C_{\mathit{HTF}},\mspace{6mu} C_{w} \right)\left( T_{w,\mathit{in}} - T_{\mathit{HTF},\mathit{in}} \right)$$ $${\overset{˙}{Q}}_{c} = \varepsilon_{c} \cdot \min\left( C_{\mathit{HTF}},\mspace{6mu} C_{w} \right)\left( T_{w,\mathit{in}} - T_{\mathit{HTF},m} \right)$$

With the heat transfer rates, the outlet temperatures can be determined as follows:$$T_{\mathit{HTF},m} = T_{\mathit{HTF},\mathit{in}} + \frac{{\overset{˙}{Q}}_{p}}{C_{\mathit{HTF}}}$$ $$T_{\mathit{HTF},\mathit{out}} = T_{\mathit{HTF},m} + \frac{{\overset{˙}{Q}}_{c}}{C_{\mathit{HTF}}}$$ $$T_{w,\mathit{out}} = T_{w,\mathit{in}} - \frac{\overset{˙}{Q}}{C_{w}}$$

The comparison results of the HTF outlet temperature in crossflow derived from LMTD and NTU-ε methods are illustrated in [Fig. A2](#fig0014){ref-type="fig"} . The results obtained from LMTD method are numerically in line with that from NTU-ε method. The temperature differences between two methods are only 0.1°C and 0.05°C respectively at the HTF middle and outlet locations, which indicates that the LMTD method is highly accurate.Fig. A2A comparison between the HTF outlet temperatures in crossflow as calculated from LMTD and NTU-ε methods.Fig A2
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